Development of a Wireless Pressure Transmitter with Diagnostics

Tugova, E., Henry, M., Bushuev, O. Y. & Motorina, M.

Author post-print (accepted) deposited by Coventry University’s Repository

Original citation & hyperlink:
https://dx.doi.org/10.1109/GloSIC50886.2020.9267829

DOI 10.1109/GloSIC50886.2020.9267829

Publisher: IEEE

© 2020 IEEE. Personal use of this material is permitted. Permission from IEEE must be obtained for all other uses, in any current or future media, including reprinting/republishing this material for advertising or promotional purposes, creating new collective works, for resale or redistribution to servers or lists, or reuse of any copyrighted component of this work in other works.

Copyright © and Moral Rights are retained by the author(s) and/ or other copyright owners. A copy can be downloaded for personal non-commercial research or study, without prior permission or charge. This item cannot be reproduced or quoted extensively from without first obtaining permission in writing from the copyright holder(s). The content must not be changed in any way or sold commercially in any format or medium without the formal permission of the copyright holders.

This document is the author’s post-print version, incorporating any revisions agreed during the peer-review process. Some differences between the published version and this version may remain and you are advised to consult the published version if you wish to cite from it.
Development of a Wireless Pressure Transmitter with Diagnostics

Ekaterina Tugova
School of Electronic Engineering and Computer Science
South Ural State University
Chelyabinsk, Russia
tugovaes@susu.ru

Manus Patrick Henry
University of Oxford, Oxford, UK
Coventry University, Coventry, UK
South Ural State University
Chelyabinsk, Russia
manus.henry@eng.ox.ac.uk

Oleg Bushuev
School of Electronic Engineering and Computer Science
South Ural State University
Chelyabinsk, Russia
bushuevoi@susu.ru

Maria Motorina
School of Electronic Engineering and Computer Science
South Ural State University
Chelyabinsk, Russia
motorina_maria97@mail.ru

Abstract— The Industrial Internet of Things (IIoT) and Industry 4.0 require new intelligent sensor designs with enhanced functionality, including local diagnostics. In previous work, we have experimentally investigated an important fault mode of a commercial pressure sensor, working in partnership with the sensor manufacturer who has provided modified sensors with calibrated levels of the fault condition. We have further developed simple signal processing techniques to detect the fault condition, based on a low cost noise analysis. In the current paper, we describe the development of a prototype wireless pressure transmitter. This transmitter monitors the analogue output of the pressure sensor, and applies the diagnostic procedures in real time. The resulting pressure measurement in engineering units, together with diagnostic information, are both communicated wirelessly to a receiving system.

Keywords— Industrial Internet of Things, fault detection and diagnosis, pressure transducer, self-validation, signal processing, wireless sensors

I. INTRODUCTION

The development of new digital technologies applied to industry, including the Industrial Internet of Things (IIoT) [1] and Industrie 4.0 [2], will increase demand for ‘intelligent’ sensors, with increasingly sophisticated capabilities, to operate in diverse working environments from the Smart City [3] to manufacturing and industrial production. This development provides many technical challenges and opportunities for the measurement and control systems communities.

“As systems become more interconnected and diverse, architects are less able to anticipate and design interactions among components, leaving such issues to be dealt with at runtime. Soon systems will become too massive and complex for even the most skilled system integrators to install, configure, optimize, maintain, and merge [4].”

IBM’s concept of Autonomic Computing [4] envisages systems with advanced capabilities, including self-configuration, self-optimisation, self-healing and self-protection. These capabilities require suitable support to be developed across the whole hierarchy, from entire systems down to individual components. Thus:

- Self-optimisation: “[Current] Systems have … manually set, nonlinear tuning parameters, and their numbers increase with each release [4],” whereas in

Autonomic Computing, “components … continually seek opportunities to improve their own performance and efficiency [4]”

- Self-healing: “[The Autonomic] System automatically detects, diagnoses and repairs localised software and hardware problems [4].”

- Self-protection: The Autonomic System “uses early warning to anticipate and prevent system-wide failures.”

Techniques from Big Data (BD) and Machine Learning (ML) are major enablers, but simply applying such methods “top down” over existing infrastructures will limit potential benefits. In practice, the constraints of communication bandwidth and real-time decision-making may require that “the signal will be processed entirely at the Point of Acquisition (PoA) [5]” (i.e. within the sensor), so that a more networked approach is needed. Besides, the availability of technology-specific know-how (for example, manufacturer’s detailed understanding of equipment behaviour, internal diagnostics etc) suggest that BD and ML methods can be applied at every level, and draw on multiple domains of data and expertise. For example, the behaviour of a pressure sensor may be analysed as one component within a particular industrial plant with its unique operating procedure; but the same sensor may also be analysed by its manufacturer as one of many near-identical devices during manufacture, calibration etc. The new techniques must therefore facilitate the transmission of expertise between the domains of the device manufacturer and user.

Applied to sensors, these aspirations align with the concept of the Self-Validating (SEVA) Sensor ([6], a UK National Standard [7,8]), alongside the broadly equivalent notion of “metrological self-check” developed in Russia and elsewhere [9-12]. Here, the sensor (taken to include both the transduction and data processing elements) performs self-diagnostics, but further assesses the quality of its measurement data, applying corrections as required for any detected faults, and provides standardised data quality metrics to assist higher level systems evaluate the usefulness of the measurements for particular tasks. These data quality metrics include an on-line, dynamic assessment of metrological uncertainty. SEVA, originally conceived in the process industry context [6], is applicable to sensor networks generally, for example wireless systems [13]. The NAMUR NE107 standard [8, 14], which has been widely
adopted by the suppliers of process instrumentation, has the less ambitious goal of providing standardised diagnostic messaging for instruments of the same type across multiple vendors.

Pressure sensors, measuring absolute, gauge, or differential pressure, are the most widely used sensing devices deployed in the process industries. Verifying that the measurement data is correct is an essential part of ensuring process safety and efficiency. Techniques for checking the diagnostic state of the sensor are therefore needed.

A key requirement for the development of self-validating instrumentation is the creation of ‘realistic’ fault modes so that detection strategies based on internal signals can be determined. Where a fault mode leads ultimately to complete loss of measurement function, there is particular interest in capturing the transient behaviour that is indicative of the condition so that maintenance action can be taken ahead of measurement failure.

In previous work, we have investigated, both theoretically and experimentally, an important fault mode of a commercial pressure sensor – leakage of the internal working fluid - working in partnership with a sensor manufacturer. The manufacturer was able to provide modified sensors with calibrated levels of fluid loss. We have further developed simple signal processing techniques to detect this fault condition, based on a low cost noise analysis. In the current paper, we describe the development of a prototype wireless pressure transmitter. This transmitter monitors the analogue output of the pressure sensor, and applies the diagnostic procedures in real time. The resulting pressure measurement, in engineering units, and diagnostic information are communicated wirelessly to a receiving system.

The demonstration system is based around an STM32 microcontroller, which performs the local measurement and diagnostic calculations, and acts as the wireless transmitter. A host computer receives the data and provides a graphical user interface via an app – a similar app could be used by a process operator using a mobile phone. Experimental work using two different test procedures, with different levels of background noise, demonstrate the utility of the system, while illustrating the need for further work on signal discrimination.

II. PRESSURE SENSOR DIAGNOSTICS

Prior research into industrial pressure sensor diagnostics (e.g. [15–22]) supports the assumption that internal signal analysis can be useful in providing timely diagnostics of important fault modes. Each fault detection technique needs to match the signal characteristics of the corresponding fault mode for the particular type of pressure sensing technology. For example, a survey of pressure sensor faults found in industrial applications ([16]) found that the most common reason for failure is damage to the process diaphragm caused by hydraulic shock or rapid pressure pulsations. These pressure pulses result in micro-fractures which, in a typical industrial environment containing corrosive materials, can cause pitting of the protective membrane. This in turn may result in loss of the silicone oil used to transmit the external pressure to the internal transducers, causing measurement error. Earlier research by the current authors, including a companion paper at this conference [23–27]), has examined aspects of this fault mode, including the development of mathematical models of its physical behaviour, predicting the signal characteristics of the fault, developing proposed diagnostic techniques, and carrying out experimental work on sensors with calibrated levels of oil loss, in order to provide verification of the proposed diagnostic techniques.

Ideally, a fault detection technique should be entirely independent of the characteristics of the measurement signal itself. This reduces the risk that any change in the actual process, for example in the measurement noise characteristics, is misinterpreted as a fault symptom. Typically [6], such fault detection entails the identification of additional signals within the transducer, or specially developed device-specific tests, which provide measurement-independent diagnostic information. For example, the current authors have developed a diagnostic technique for pressure sensors, whereby the mechanical integrity of the sensor housing can be checked by use of an internal ultrasonic transmit/receive transducer [23, 26, 27]. Here the frequencies and decay characteristics of the returned signal provide information on the structural integrity of the sensor, irrespective of process behavior, and independently of the pressure measurement signal path.

In practice, the inclusion of such additional transducers, with associated test procedures and computational requirements, may not be economically viable for commercial devices, and the majority of pressure sensor diagnostic procedures reported in the literature are based upon observed characteristics within the measurement signal itself, despite entailing a degree of dependency on process behaviour.

A particular difficulty arises when the fault mechanism is not strictly internal to the sensor, but occurs at the interface between the sensor and the process [6]. Interfacial errors are in general more difficult to diagnose, because the sensor manufacturer has less control or knowledge of the condition of the process interface. A well-known example of an interface fault for pressure sensors is impulse line clogging, where material builds up in the lines connecting the process to the pressure sensor. Hashemian [16, 17] investigated how the response time of the pressure measurement depends on the condition of the impulse line. The technique exploited pressure fluctuations inherent in the external industrial process to perform noise analysis, and entailed learning the noise characteristics of the process in order to detect aberration that might be indicative of the fault.

Our companion paper at this conference [25], provides a review of the various types of pressure sensors conventionally used in industrial practice, and considers the main fault modes of the particular technology investigated here, the tensoresistive pressure sensor. Of these various faults, the loss of fill liquid is described in detail, and a mathematical model is developed to describe the expected measurement behavior of the sensor, with simulation results illustrating the results. Figure (1), taken from [25], shows a simplified depiction of the pressure transducer structure, and illustrates the liquid loss fault. Essentially, the pressure sensor consists of an external, relatively soft plate, called the membrane, which is exposed to
the pressure source from the industrial process. A second, stiffer plate, here simply labeled ‘plate’, supports the strain gauge transducers, which are protected inside the pressure sensor housing. The transducer resistance varies with the strain applied to the plate, enabling the external pressure to be determined. The transmission of the external pressure at the membrane to the plate is achieved via an incompressible liquid, typically silicone oil, which fills the channel between the two plates. Where the oil-loss fault occurs, for example as a result of damage to the external membrane, this results in air or other gas forming in the liquid channel; in [25], for simplicity, this is modelled as a thin film of air. The presence of this air interferes with the pressure transmission between the two plates. One, perhaps unexpected, consequence of this fault, but predicted by the mathematical model and confirmed by our experimental work with real devices [24], is that it causes a reduction in the upper limit on the reported pressure output. In other words, the fault lowers the pressure at which the sensor output saturates. This is potentially very serious for any industrial application where the pressure sensor is being used to detect high pressure in the process: once the saturation point is reached, the measurement output will not increase, no matter how high the true process pressure rises.

As reported in [24], experiments were carried out on a set of commercial transducers where the manufacturer adapted the conventional manufacturing procedure to introduce a calibrated volume of air into each transducer. Based on the signal characteristics observed, including the standard deviation, skewness, and power spectral density of the raw transducer data, a simple set of diagnostic rules were developed to determine the sensor’s state, as illustrated in Figure 2. Here we report on a prototype wireless-based system which implements this algorithm on-line.

III. WIRELESS PROTOTYPE PRESSURE TRANSMITTER

Figure 3 shows the hardware used in the prototype pressure transmitter. The strain gauge signal from the commercial pressure transducer is amplified by suitable analog gain circuitry and passed to the stm32 Discovery F3 microcontroller, which samples the data using a 12-bit analog-to-digital converter (ADC), sampling at 1 kHz. The microcontroller then performs local data processing, implementing conversion into to engineering units, data analysis, and diagnostics. The results are transmitted wirelessly to a mobile-phone based application for display. In addition, high frequency raw ADC data can be sent via the app to facilitate off-line analysis, as reported here. Figure 4 shows typical screen displays from the mobile phone-based app.
For example, Figure 5 shows typical raw 12-bit ADC output from a fault free pressure transducer over a 60 second period where the input (gauge) pressure is 75 kPa. From this raw data, a number of statistics are calculated, including the running mean and standard deviation, from which the measurement and diagnostic state are derived.

![Typical raw ADC data](image)

**IV. EXPERIMENTAL RESULTS**

A simple experimental programme has been carried out to verify the proper functioning of the wireless prototype system, and to explore the impact of using the diagnostic algorithms with low and moderate levels of background noise.

Table I gives the characteristics of the three pressure transducers which were coupled to the prototype transmitter during the experimental work. All were of the same commercial model type: Metran 150 TG2. Unit M1 was a conventional fault-free device, while units M9 and M10 had been modified by the manufacturer so that 46% of the silicone oil had been removed from the device. This adjustment was applied during manufacturer, so the sensors were otherwise undamaged.

Each transducer was tested over a range of input pressures (0, 25 and 75 kPa) and in two different pressure testing systems. The low noise test system consisted of a portable Metran 501-PKD-R pressure calibrator with an h-2.5 pneumatic hand pump (Figure 6). Here the hand pump is used to generate the desired pressure, while the calibrator provides an independent and calibrated reference pressure measurement. In the absence of any active mechanical components, the process noise in this system is generally low, and the pressure is effectively static. The second test system used was the Emerson laboratory facility at South Ural State University (Figure 7). This consists of a water flow loop, with a range of commercial sensors and actuators. In this experiment, the actuators used were a pump and a control valve. The reference measurement was provided by a calibrated Rosemount 3051S TG pressure sensor. The selected pressure set point was maintained using a PID control algorithm. This system provides moderate levels of measurement noise, arising from the activity of (at least) the pump and valve.

Figures 8 – 15 show results obtained from the experimental work. The first four figures are obtained with the pressure calibrator, while the second set are the equivalent results obtained in the Emerson Lab. Results are plotted for each transducer (M1, M9 or M10), for each of three pressure points (0, 25, 75 kPa). For each lab, the following results are plotted:

- Mean ADC values with offset removed. The Wheatstone bridge voltage from the transducer has a zero offset, which is transducer-specific. The corresponding ADC values have a similar offset at zero input pressure. This is recorded as a device-specific calibration constant, and subtracted before further calculations proceed.

![Portable Metran 501-PKD-R pressure Calibrator](image)

**TABLE I. PRESSURE TRANSDUCERS UNDER TEST**

<table>
<thead>
<tr>
<th>Identifier</th>
<th>Fluid Loss Condition</th>
</tr>
</thead>
<tbody>
<tr>
<td>M1</td>
<td>0% fluid loss</td>
</tr>
<tr>
<td>M9</td>
<td>46% fluid loss</td>
</tr>
<tr>
<td>M10</td>
<td>46% fluid loss</td>
</tr>
</tbody>
</table>

![Emerson flow test facility](image)
Fig. 8. Mean ADC values, offset removed – pressure calibrator

Fig. 9. Standard deviation of ADC values – pressure calibrator

Fig. 10. Measured pressure – pressure calibrator

Fig. 11. Relative error in measured pressure – pressure calibrator

Fig. 12. Mean ADC values, offset removed – Emerson Lab

Fig. 13. Standard deviation of ADC values – Emerson Lab

Fig. 14. Measured pressure – Emerson Lab

Fig. 15. Relative error in measured pressure – Emerson Lab
• Standard deviation of the ADC values. For each experimental point, the standard deviation is calculated over the 60 s of experimental data, sampled at 1 kHz. Note that while the standard deviation for individual samples is high (compared to the mean values), averaging over a typical measurement reporting period (e.g. 0.1 – 1s) will significantly reduce the level of noise.

• Output pressure measurement, in kPa. This is essentially a linear function of the offset-corrected ADC mean value, where the slope is a second calibration coefficient unique to each transducer. The current system does not take into account temperature effects in its pressure calculation.

• Relative pressure error, expressed as a percentage.

The results obtained from the wireless prototype system match the earlier findings, namely that the fault free sensor (M1) shows good linearity (Figures 10 & 14), with low errors (Figures 11 & 15) operating in both the pressure calibrator and the Emerson Lab. By contrast, the faulty transducers M9 and M10 exhibit output saturation for both test stands (Figures 8, 12), leading to large errors (Figures 11 & 15).

The standard deviation results (Figures 9 & 13) are more complex, and demonstrate the need for further analysis. As expected, the observed standard deviations are significantly lower for the faulty transducers than for the fault free sensor, supporting the use of standard deviation as a diagnostic. Also as expected, the noise level in the Emerson Lab is generally higher than for the pressure calibrator. In the case of the Emerson Lab (Figure 13), the reduction in noise from the fault free to the faulty case (~27 to around ~21) is relatively small, so that detecting liquid loss based solely on a learned threshold value for the std might be subject to false alarms should the process noise characteristic itself change over time.

[*** Note to reviewers: the std results for the pressure calibrator (Figure 9) include unexpectedly high values for the fault free case. We suspect electronic noise is responsible – our ability to perform further experimental work has been limited in recent months. All these experimental results will be repeated (with additional intermediary pressure values) in the final version of the paper, with the analysis adjusted accordingly.]

V. DISCUSSION AND CONCLUSIONS

This paper has summarized prior work in the development of validation for pressure sensors, in particular for the detection of silicone oil leakage. A new prototype transmitter has been developed which operates in conjunction with a commercial pressure transducer, which is able to perform basic measurement functions, but also implements a simple diagnostic test to detect oil leakage, whereby both the measurement and diagnostic data is reported via mobile phone based app. The prototype system has been tested in two different facilities, one with low process noise, and another with moderate process noise. The variation in noise properties, while not preventing accurate diagnosis in this example, demonstrates the importance of reducing the dependence of diagnostic techniques upon learned process noise characteristics.

In future work, we will:

• develop a new test stand allowing the introduction of measurement noise with desired spectral properties, to develop more robust modelling, analysis and detection of the signal characteristics of the liquid loss condition;

• develop new experimental procedures to provide controlled degradation of the sensor structure (e.g. via fatigue); this will complement the analysis of controlled liquid leakage.

ACKNOWLEDGMENT

The team thanks “METRAN IG”, as well as the Aerospace Department of SUSU for support and the provision of equipment for conducting experiments.

REFERENCES


